
Flashing. Extend 6"

30" MINIMUM SQUARE 4 LB. LEAD FLASHING. SET
ON FINISHED ROOF IN FLASHING CEMENT.  PRIME
TOP SURFACE BEFORE STRIPPING

CAP  SHEER OVER LEAD  BEYOND
EDGE OF FLASHING

DRAIN STRAINER

MEMBRANE CAP
SHEET

MEMBRANE
BASE SHEET

ROOF DECK

TAPERED INSULATION

24" DOWN TO DRAIN
CLAMPING RING

DECK CLAMP

DRAIN BOWL

MEMBRANE BASE & CAP SHEETS AND
FLASHING TO EXTEND UNDER
CLAMPING RING

FLASHING CEMENT

BASE SHEET

501

R

1" EXPANSION JOINT COVER

COUNTERFLASHING

TOP OF PARAPET

BEYOND

MEMBRANE ROOF SYSTEM

RIGID INSULATION, R-19 MIN.

1 1/2 STL. DECK

2X P.T. WOOD NAILERS

SLOPE 1/4"/FT.

REMOVE EXISTING CEMENT

ASBESTOS PANEL; REPLACE W/ 5/8"

CEMENT BOARD

NEW BEAM - SEE

STRUCTURAL DWGS FOR

MORE INFO

EXISTING BRICK TO

REMAIN

EXISTING ASHPHALT SHINGLE

ROOF TO REMAIN

TEMPORARILY REMOVE EXISTING GUTTER

DURING CONSTRUCTION, REPLACE OR

PROVIDE NEW TO MATCH EXISTING

REMOVE EXISTING METAL

FLASHING

EPDM MEMBRANE FLASHING

NEW CEILING

5/8" GYP. BD. ON 1 5/8"

METAL STUD FURRING

NEW LINTEL - 2 - 5"x5"x3/8"

ANGLES - PROVIDE MIN 6"

BEARING

ALIGN NEW GYP BD WITH

EXISTING, FINISH TO LIKE

NEW CONDITION

2X P.T. WOOD NAILERS

EXISTING STRUCTURE TO

REMAIN - REPAIR ANY

DAMAGE DUE TO

CONSTRUCTION TO LIKE

NEW CONDITION

1" CEILING EXPANSION

JOINT COVER

4
"

PORTION OF WALL TO BE DEMO'D

FOR NEW OPENING

EL. 14' - 0 1/2"

EL. 15' - 0 1/2"

1' - 3 1/8"

10"

VIF

PREFINISHED METAL

COPING

EL. 23' - 9"

T/STUD

2"

1
' 
- 

4
"

1
' 
- 

4
"

4
"

9

T/STEEL

VARIES

ROOF SYSTEM FLASHING

MEMBRANE ROOFING - RUN UP

OVER NAILER UNDER COPING

1/2" FRT PLY-WOOD SHEATHING

6" METAL STUDS

NAILER

MIN OF 2" RIGID

INSULATION MUST BE

MAINTAINED TO MEET

ENERGY CODE

AE-603

10
SIM

FRT BLOCKING/NAILER

1
" 

M
IN

. 1
" 

M
IN

.

501 FIRST FLOOR

7' - 0 1/2"

T/EXISTING FASCIA

BLDG 501

20' - 7 1/2"

SUBSTRATE BOARD

COVER BOARD

FIBER CANT

COUNTERFLASHING

EPDM ROOF MEMBRANE

ADHERED UP AND OVER WALL

5/8" F.R.T. PLYWOOD

SHEATHING

ALUMINUM COPING - MATCH TOP OF

EXISTING PARAPET

1" INSULATED ROOF EXPANSION

JOINT COVER

EXISTING ROOF  SYSTEM -

MODIFY EDGE FOR NEW PARAPET

CONSTRUCTION - MAINTAIN ANY

REMAINING ROOF WARRANTIES

EXISTING ROOF DECK -

MODIFY EDGE FOR NEW

PARAPET CONSTRUCTION

6" BATT INSULATION

EXISTING CEILING - REWORK EDGE

1" ALUM. EXPANSION JOINT

FLOOR COVER

METAL DECK

NEW ROOF FLASHING COMPATIBLE WITH

EXISTING ROOF CONSTRUCTION -

VERIFY MATERIAL AND INSTALLATION

WITH ROOF'G MANUFACTURER

FRT BLOCKING AS REQ'D

GROUT - AS REQ'D FOR EXPANSION

JOINT COVER MANUFACTURER

NEW BEAM - ATTACHED

TO EXISTING ROOF DECK

BOX HEADER

5/8" GYP BD OVER NEW 6"

METAL FRAMING

EDGE OF PIER BEYOND
7 1/4"

NEW STRUCTURE

NEW CEILING

NEW CEILING EXPANSION

JOINT COVER

COMPRESSIBLE FILLER

CONC SLAB ON GRADE

EXISTING BASEMENT

WALL - PROTECT EXISTING

WATERPROOF MEMBRANE

SEE FINISH PLAN

NEW CONCRETE AT PREVIOUS

WALL LOCATION -

ALIGN WITH TOP OF EXISTING

FLOOR FOR FLUSH CONDITION

501 FIRST FLOOR

7' - 0 1/2"

T/EXISTING FASCIA

BLDG 501

20' - 7 1/2"

1" INSULATED ROOF

EXPANSION JOINT

COVER

NEW ROOF SYSTEM

METAL ROOF DECK

EXISTING CEMENT ASBESOTS

PANELS REMOVE W/

ABATEMENT & REPLACED W/

5/8" CEMENT BOARD WITH EIFS SKIM

COAT FINISH TO MATCH EXISTING

PASCIA PANELS TO REMAIN

EXISTING PARAPET

EXISTING COPING

REMOVE TEMPORARILY

EXISTING GYP. BD.

FINISH

FACE OF EXISTING

BASEMENT WALL

EXISTING ROOF TO REMAIN

COMPRESSIBLE FILLER

ALUM FLOOR EXPANSION

JOINT COVER

BUMPER GUARD

FACE OF EXISTING

BRICK WALL - PTD

CONC. SLAB ON

GRADE

GROUT

STRUCTURE

COMPRESSIBLE

INSULATION

SUBSTRATE BOARD

COVER BOARD

FIBER CANT

1" INSULATED ROOF

EXPANSION

JOINT COVER

METAL DECK

1"

MEMBRANE ROOF SYSTEM

1/2" COVER BOARD

RIGID INSULATION, R-25 MIN.

1/2" SUBSTRATE BOARD

STL. DECK - SEE STRUC'L DWGS

ROOF SYSTEM FLASHING

MEMBRANE

ADHERED UP AND OVER WALLS

WITH BONDING ADHESIVE

SEALANT

COUNTERFLASHING

1
'-
0
" 

T
Y
P
.

3/8" METAL LATH, MORTAR

WEEPS EVERY 24" O.C.

GROUND FACE CMU NOMINAL

2" SOAP (1 5/8")

3
" 

M
IN

.

ADHERED INSUL. HANGERS

W/ MANUFACTURER'S

RECOMMENDED ADHESIVE

RUNNER TRACK

SET ON  SILL

SEALER

1 1/2" +/-

4 1/8" +/-

5/8"

2"

7 1/4"

1/4" DRAINAGE MAT

WEATHER RESISTANT BARRIER,

SPLICE & LAP OVER FLASHING

FLASHING

2" RIGID INSULATION

4"

8
"

MORTAR

WALL BASE - SEE

FINISH SCHEDULE

2.5 LB GALVANIZED LATH

1/4" DRAINAGE MAT

WEEP TUBE @ 24" O.C.

METAL FLASHING W/

HEMMED EDGE

ADHERED MANUFACTURED

STONE SILL

5/8" WATER RESISTANT

GYPSUM SHEATHING

WEATHER RESISTANT BARRIER

1/4" MORTAR BED

SEALANT AND BACKER ROD

ADHERED MANUFACTURED

STONE VENEER

3" EIFS

2" INSULATION BOARD

WEATHER-RESISTANT BARRIER

1
"

1
/2

"

6
"

1"
DRIP EDGE

8
"

WEATHER RESISTANT

BARRIER, SPLICE & LAP

OVER FLASHING

PRIME SURFACE TO

RECEIVE SEALANT

1

MEMBRANE ROOF SYSTEM - RUN

MEMBRANE UNDER GRAVEL STOP

ROOF ASSEMBLY:

ONE HOUR RATED

PER UL #P733

3" DRAINABLE EIFS - R-15

WEATHER BARRIER

5/8" WATER RESISTANT

GYPSUM SHEATHING

PREFINISHED ALUMINUM

GRAVEL STOP

1/2" COVER BOARD

1/2" SUBSTRATE

BOARD

RIGID INSULATION,

R-25 MIN

NAILER

BLOCKING

STEEL DECK

EL. 20' - 8"

T/STEEL

8
"

A.5

MEMBRANE ROOF SYSTEM

1/2" COVER BOARD

RIGID INSULATION, R-25 MIN.

1/2" SUBSTRATE BOARD

STL. DECK - SEE STRUC'L DWGS

PREFINISHED METAL

COPING

ROOF SYSTEM

FLASHING

MEMBRANE ROOFING -

RUN UP OVER NAILER

UNDER COPING

NAILER

ROOF ASSEMBLY:

ONE HOUR RATED PER UL#P733

1
" 

M
IN

.

1
" 

M
IN

.
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